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1. FILL ALL THRU-PENETRATIONS IN RATED CONSTRUCTION W/ U.L APPROVED FIRE
SEALANT / ASSEMBLY — BY UNNERSITY.

@mmmmmgmm SUBFLOOR SMOKE DETECTORS TO BE ON
SAME ZONE WITH CEILNG SMOKE DETECTORS.

@mmnmmmmmmm MOUNT J-BOX NEAR (E) RECEPT.

@ () SUBFLO0R SMOKE DETECTOR

) () FIRE ALARM J—BOX, HEIGHT AS NOTED, SIZED TO SUT.
(N) EPO UNDERFLDOR J-B0X

————  (E) FIRE ALARM CKT. CONDUT

————  (N) FIRE ALARM CKT. CONDUT
(N) EPO SYSEM CKT. CONDUIT
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